Abstract. During the past few decades, all Gulf States have experienced a rapid growth in living standard, which was naturally associated with rapid increase in demand for electricity and potable water. Due to changes of living style, large portion of the electric power was consumed for air conditioning (A/C). Lack of natural water resources and striving needs for water made desalination the main technology to provide potable water. In an effort to search for a novel method for producing fresh water, the present paper investigates a combination of a heat pump (HP) with a dehumidification process to extract water from the atmospheric air. The unit supplies 1.586 m 3 /s air to an office building (250 m 2 area) by the sea side in Jeddah, Kingdom of Saudi Arabia (KSA) where the average ambient temperature is 34 o C and relative humidity of 71%. The unit has two series evaporator-coils to maximize the water condensation process by reducing the air exit temperature to 8 o C.
Introduction
Many countries suffer from shortage of natural fresh water. These countries will in the future face a severe problem to provide the required needs. Due to the continuous increase in population and the augmented use of water for agriculture and industry as well as the urbanization of many areas the demand for water will continue to rise. At present, many of the countries rely on desalination technology to provide the necessary water demands. For the near future (20-30 years), sea water desalination seems to be the only proven reliable technology that can be used to secure water supplies. Saudi Arabia is one of these countries; it is the largest producer of desalted water (17.4% of the total world production of 40 million m 3 /day with annual growth rate of 12%). The Middle East is the world' foremost area that depends on desalination with 17.8 million m 3 /day installed capacity [1] . In Desalting processes the energy consumed for both thermally or membrane desalinating processes is primarily supplied by burning fuel oil, which in turn is the main source of Gulf nations' wealth. It is anticipated that the demand for fresh water will continue to increase forcing high rates of oil consumption; a depleting energy source. The specific fuel consumption rate per m 3 of desalted water depends on the desalination method and the form of energy supplied to the salt removal process. In all cases burning fuel contributes directly to the environmental pollution problems. However, the major desalination units have been in use for the past 40 years, still the cost of water is far from being economic. The water cost from natural resources is in the order of 0.4 to 0.5 $/m 3 in Canada and USA respectively, while the most recent cost of desalted water in Kuwait is $ 4.71 /m 3 . The present desalting plants capacity and water consumption rate (0.307 m 3 /capita-day in KSA) can sustain water needs for few years to come but searching for new novel technology or improving the present methods is underway in many universities and research centers. A comprehensive review on the innovative potable water resources can be found in [2] . Atmospheric water vapor processing (AWVP) is a promising technology, in which the atmospheric water vapor is condensed and collected [3] . However, water yield is small compared to the current technology; it is an option to be investigated for low demand sites. Three different approaches are in consideration; condensation on cold surfaces, absorption of the water vapor by a desiccant and then release the vapor in a regeneration process, and use of a tall tower chimney structure pushing the humid air to cold high altitude zone where condensation takes place [3] .
Water desalination using heat pumps has first been considered for the arid areas north of Mexico, Siqueiros and Holland [4] suggesting desalination units assisted by heat pumps (mechanical vapor compression and/or absorption machines) the results showed a feasible economic potential as compared to reverse osmosis plants. Slesarenko [5] suggested incorporating heat pumps with desalination plants. Two schemes were investigated; coupling of R-12 HP and steam-water compression HP for boosting the productivity of multi-stage flash desalter. Al-Juwayhel et al. [6] analyzed a combined vapor compression heat pump with a single effect evaporator desalination system.
Heat pumps have been used for water extraction in a direct approach by condensation of the atmospheric water vapor on the cold evaporators' surface. Gao et al. [7] analyzed the performance of a unit in which the air was humidified in an alveolate section (Seldek) and two condensers were then used for dehumidification process. A pilot test unit of 60 kg/day fresh water yield at a compressor power of 500 W was tested. Yuan et al. [8] considered an integrative unit for air-conditioning and desalination on basis of direct humidification-dehumidification process. Experimental results showed increase in the fresh water production with the brine temperature and flow rate. The performance of the combined unit was evaluated by introducing a primary energy ratio (PER) measured for different operation modes. For desalting and airconditioning the PERs were 6 and 3.6 respectively. The maximum recorded water yield was 2.4 kg/h in a two stage-humidifier and 45 o C brine feed temperature. There is abundant literature on analysis of the dehumidification process on heat pumps' evaporator coils [9, 10, 11, 12] . These studies were mainly concerned with the finned surface performance and humidity removal patterns rather than water production.
This study is motivated after the pioneer work of Faqih [13] who patented the A/C-Water production coupling concept in (2002) . He operated a 3 m 3 /day unit in Jeddah (Latitude 22 o N and 49 E longitude) Saudi Arabia. The measured specific productivity was 1.67 lit/kWh. The low cost of electricity in Saudi Arabia (0.05-0.07 SR/kWh) may provide reasonable economic feasibility for combined heat pumps system. The objective of the present study is to estimate the water yield of a system used for both A/C and water extraction from the atmosphere under actual climatic conditions. Conservation equations are used below to calculate the water yield.
Analysis
Schematic of the considered combined system is shown in Fig. 1 . Fresh moist air from the atmosphere at T ai , and humidity ratio i ω passes over the evaporator finned coil of a HP and leaves at T ao and o ω . For air mass flow rates a m the heat transfer rate from the air to the refrigerant at saturation temperature r T , McQuiston [14] is;
Heat transfers to the refrigerant flowing at r m inside the tubes can be written in the enthalpy potential method as;
The subscripts 3 and 4 indicate the refrigerant states before and after the evaporator coil, Fig. 1 , while m h Δ is the logarithmic mean enthalpy difference [14] . In Eq. 3 the term U o presents the overall heat transfer coefficient for the coil geometry that includes the refrigerant side heat transfer coefficient h i , the finned tube segments, fin efficiency and the mass transfer process.
( ) 
Equation (3) includes the individual modified thermal resistances of refrigerant (1/h i ) (the first term of the denominator), the fin and tube dimensions and the air side thermal resistance ( )
. Details of the different terms in Eq. 3 can be found in [14 &15 ] .
The fresh water collected during the cooling dehumidification process, w m , depends on the initial and final air states (i and o, Fig. 2 ) and the period of operationτ , therefore, the daily water yield may be obtained for a period τ hours/day as;
However Eq. 4 is a direct relation, it indicates dependency of the system water production on three parameters; the air inlet state that varies with time, ( ) (t i i ω ω = ), the air state at the evaporator exit o ω and T o , which depends on the cooling coil capacity and the overall heat transfer coefficient, Eq. 3. The later equation includes a number of parameters that depend on the finned coil geometry, material and surface wetting condition. The third parameter in Eq. 4 is the air mass rate, which can be controlled according to the demand of the conditioned zones. The humidity ratio is time dependent and varies with the relative humidity (RH %), ambient temperature, wind speed and solar insolation. The variation in Fig. 3(a) indicates clearly that the yield of the system is irregular time dependent. For maximum water yield the air flow rate could be increased but this in turn will increase the evaporator exit temperature T o and state (o) moves to (o'), Fig. 2 . The comfort status inside the air conditioned building will be affected. Using a HP for both air conditioning and water extraction seems a direct and attractive approach but there are two cases. If the HP is to cover the cooling load the water becomes a by-product and the air state at the evaporator exit is fixed. In this case and in reference to Eq. 4 the extracted water depends only on the air intake state. To avoid the lengthy computation of Eq. 4, it is suggested here to employ the monthly mean Dry bulb temperature (DBT) and RH values of the selected dates for every month. These representative days were based on averaging climatic data for each month [15] (shown in Fig. 3(a) and 3(b) ). The lowest RH is 39% and the maximum reaches 100% during morning hours in September. From continuous hourly measurements of the DBT and RH% the annual averages are 34 o C and 71% respectively.
In the second case the HP is designed with evaporator surface area and configurations to maximize the water extraction process (low T r ) and the cooling load is of secondary importance. For such case the conditions at the evaporator inlet are known but the exit conditions could be determined by employing either the total enthalpy method of McQuiston et al. [14] , the NTU-ε method, ASHRAE [16] or the recent fin efficiency weighting method of Habeebullah [17] .
Results and Discussion
A Heat Pump-Dehumidifying pilot unit has been built by the sea side in Jeddah, KSA with two series DX custom coils, I and II, 44.7 kWh capacity each. The design conditions assumed that the air enters the first evaporator coil at DBT 43. For the unit features (shown in Table 1 ) and the mean climatic conditions ( Fig. 3(a) and 3(b) ) the water production from the unit for air flow rate of 1.586 m 3 /s is calculated employing moist air properties from the Engineering Equations Solver, EES [18] . For the selected conservative design conditions (43 o C and RH = 39%) the daily yield of coil I is 102.3 l and 704.4 l from the second coil. For January it is seen that there is no water production where the DBT is 22.62 o C and the humidity ratio is nearly 61%. For this condition only one evaporator coil is used. However the humidity ratio is high but the DBT is low and operation of the two evaporator units does not produce an appreciable dehumidification. By the month of March (DBT = 27 o C and RH = 87%) the unit productivity reaches 1400 l/day. The maximum water production is reported in September to be 2330 l/day.
To boost the fresh water productivity the HP can be operated at temperatures below the 15 o C outlet air temperature. Table 2 shows the exit air DB and WB temperatures along with the amount of the condensate water. The power consumed by the compressor and evaporator and condenser fans are also given.
Comparing the results in Fig. 4 and that obtained in Table 2 shows that the water yield increases with the reduction of the air exit condition. For the month of January reducing the DBT from 15. 
Economics of the Combined System
In order to practically evaluate the combination of A/C and water extraction prcesses it is necessary to estimate the cost of the products. The economics of mechanically driven HP is directly related to the capital cost of the unit and the cost of the input energy ($/kWh). For a combined unit which produces w m (kg/s) of water and at the same time remove heat of a m from the ambient condition (i) to condition (o), Fig. 2 .
If the fixed capital of the unit is C f and the estimated life time is n (15 years for the present unit) the fixed charges rate f is 1 ) 1 (
The fixed annuity is C F .
The operation cost of the unit consists mainly of the electric energy expenses consumed by the compressors and fans (see Table 3 ). If the electricity rate is e c $/kWh then the operation cost may be expressed as:
Where, L e is the sum of the electric loads and y is period of operation per year.
Equations 6 and 7 give the annual expenses of a combined unit. The unit is of the dual purpose type (where it provides two different products) fresh water and cooling energy in kWh. To calculate the water production cost there are different approaches as follows.
In a biased analysis all expenses are allocated to water production, the maximum water cost becomes;
w M is the annual water production of the unit for y operation hours per year.
A unit has been built in Jeddah, KSA, at a cost of $ 37,000. This is a high cost for a pilot unit and a commercial unit would be much cheaper. The electricity rate depends on the consumption rate and varies between 0.02 and 0.07 $/kWh. Assume 15 years lifetime and working hours y = 8000 h/year. For an interest rate of 10% the fixed charges rate f is 0.13. The annual water production of the unit from Table 3 is 590 m 3 (excluding the yield of January). The cumulative monthly water production and the corresponding electricity consumption kWh (compressors and fans) are given in Fig. 5 . The estimated annual yield of the unit from the data in Fig. 5 is 610 m 
3
. This value drops to 590 m 3 when considering only 8000 operation hours per year. The corresponding energy consumption is 248 MWh during the 8000 hours operation period y. From these numbers the specific water productivity is 2.38 l/kWh. This result clearly shows that the specific electricity consumption for the operation conditions of Table 2 is 0.42 kWh/ l of fresh water. Now consider both fixed and operation costs, Eq. 8, take a mean value for the electricity rate as 0.045 $/kWh; the cost per unit production becomes; ) was based on the high capital cost of the pilot plant where the capital charges presents 33% of the total expenses and the rest is energy cost.
In this economic analysis it has been assumed that the fixed capital cost and the energy costs were both allocated for water production. More realistic approach is to share the annual expenses between the cooling load and the water output. It is suggested here to share the expenses according to the ratio of energies utilized for each process, the sensible heat for the A/C effect and the latent heat for the water extraction process. Let us define δ as the ratio between the latent heat ratio to, from 
The annual variation of δ with the average climatic conditions for the representative days is shown in Fig. 7 . For all months except January and February, where the DBT was low there is no appreciable change in δ with an annual average of 0.6. This simply means that 60% of the power consumed has been utilized for the latent heat removal or in other words for the water production process. ). The combined system could be utilized for hot humid recreation areas where air conditioning and potable water are needed at limited amounts.
Conclusions
In many countries (Gulf States) where the weather is hot and humid on coastal areas, mechanical driven heat pumps have been extensively in use consuming around 60% of the supplied electricity. Further more lack of natural water resources forced these nations to depend on the desalination technology for potable water. A unit that combines a HP with extraction of water from atmospheric air is investigated. The unit covers the cooling load of a building and in the same time provides limited amounts of fresh water. To maximize the water production the HP was made up of two separate series evaporators (copper-copper finned tube coils) with R-134-a refrigerant. The unit provides air at 15 o C to an office building (250 m 2 ) by the sea side in Jeddah, KSA. Under Jeddah climatic conditions the yield of the combined unit changes from 618 l/day in January to a maximum of 2.23 m For economic evaluation of the combined system it is suggested to share the annual expenses by the ratio of energy utilized for water production and A/C processes. The cost of water depends on the electricity rate and the capital of the pilot unit. For the conditions of Jeddah, 0.02 $/kWh, and capital cost of 37000 $ the water rate has reached 13.5 $/m 3 . The combined system could be successful for hot humid recreation areas where air conditioning and potable water are needed at the same time.
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